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SWITCHBOARD "MSWB1™ ELEVATION

NO SCALE

SWITCHBOARD "MSWB3" SCHEDULE

CIRCUIT LOAD SERVED BREAKER LOAD NOTES
NUMBER TRIP / FRAME (KVA)
MAIN 800/800 1,24
1 80KVAPORTABLE UPS #1 400/400 103.8
2 80KVAPORTABLE UPS #2 400/400 20.7
3 80KVAPORTABLE UPS #3 400/400 20.7
4 80KVAPORTABLE UPS #4 400/400 20.7
5 80KVAPORTABLE UPS#5 400/400 20.7
6 SPARE 400/400
7 SPARE 400/400
8 SPACE /400
9 SPACE 1250
10 SPACE 1250
11 PEDESTAL RECEPTACLE (UPS #1) 20/100 02
12 PEDESTAL RECEPTACLE (UPS #2) 20/100 02
13 PEDESTAL RECEPTACLE (UPS #3) 20/100 02
14 PEDESTAL RECEPTACLE (UPS #4) 20/100 02
15 PEDESTAL RECEPTACLE (UPS #5) 20/100 02
16 PEDESTAL RECEPTACLE (UPS #6) 20/100 02
17 STORAGE BUILDING 20/100 04
18 SPARE 20/100 3
19 SPARE 20/100 3
20 SPARE 20/100 3
21 SPARE 20/100 3
22 SPARE 20/100 3
TOTAL CONNECTED LOAD 188.2
ESTIMATED COINCIDENT LOAD 1412
ESTIMATED DEMAND AMPS 392
208 VOLTS (L-L), 3@, 4W, WITH GND. 22,000 AIC RATING
800 AMP BUS NEMA1 ENCLOSURE

SWITCHBOARD "MSWB2" NOTES:

1.

e

LSIPROGRAMMER

INTEGRAL SPD WITH DISCONNECT RATED 100KA PER MODE

PROVIDE ALL NECESSARY ACCESSORIES FOR INSTALLATION OF FUTURE BREAKER
PROVIDE PADLOCKABLE HANDLE LOCKS ON MAIN AND ALL BRANCH BREAKERS
PROVIDE NEMA 3R ENCLOSURE.

PROVIDE PANEL WITH INTEGRAL SUB-METER.

SQD #CM3250(CIRCU IT MONITOR)/#CMDVF(DISPLAY UNIT) OR APPROVED EQUAL.
PROVIDE CIRCUITING AND CONNECTIONS AS REQUIRED.
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NOTE: RE: "SWITCHBOARD MSWB3 ENLARGED PLAN,”

1/E—204 FOR PAD DETAILS.
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REES PLAZA AT EAST WHARF
9211 LAKE HEFNER PARKWAY, SUITE 300
OKLAHOMA CITY, OKLAHOMA 73120

P:405.942.7337

Mechanical Engineer

F:405.948.1261

050 Engineering Company

228 Robert S. Kerr Ave, Suit

e 515

Oklahoma City, OK 73102
P: 405.236.2030 F: 405.239.6101

Electrical Engineer

INTERIORS

Horner Associates Engineers, Inc.

1306 Commerce Drive
Norman, OK 73071

P: 405.801.2528 F: 405.801.2529

Civil Engineer
MacArthur Associated Consultants

3033 NW 63rd St., Ste. 250E
Oklahoma City, OK 73116

P: 405.848.2471

Structural Engineer
Zahl-Ford, inc.
8411 S. Walker

Oklahoma City, OK 73139
P: 405.634.3393 F: 405.634.6414

F: 405.848.2474
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DEPARTMENT OF TRANSPORTATION

FEDERAL AVIATION ADMINISTRATION
MIKE MONRONEY AERONAUTICAL CENTER — OKLAHOMA CITY, OKLAHOMA
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